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BMXNOC0401
Exact-identity installation and commissioning guide

PRODUCT SCOPE

Schneider Electric BMXNOC0401 is a Modicon M340 Ethernet TCP/IP network module with four 10/100 Mbps RJ45
ports. It supports both EtherNet/IP and Modbus TCP I/O scanning and messaging.

Verified installation basis

Product platform Modicon M340 automation platform

Module type Ethernet TCP/IP network module

Copper Ethernet ports 4 RJ45 ports

Port speed 10/100 Mbit/s

Network services EtherNet/IP and Modbus TCP I/O scanner and messaging

Switch function Embedded four-port switch

Redundancy service RSTP supported

Verified related ApterPower product pages

Schneider Electric 140CPU53414A Schneider Electric 140XBP01000

https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140cpu53414a
https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140xbp01000
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Pre-work control
Record the installed system before any disconnection

Required checks

Record the complete Schneider Electric BMXNOC0401 marking and rack position.

Back up the Control Expert project, IP settings and scanner tables before work.

Place the controller and connected process network in the approved maintenance state.

Label all four RJ45 links and document the original switch topology.

Verify firmware, RSTP settings and every EtherNet/IP or Modbus TCP assignment.

Inspect rack connectors, cable latches and shielding before seating the module.

HOLD POINT

Verify the complete BMXNOC0401 identity, Modicon M340 rack position, firmware and recorded Ethernet configuration
before installation.

Evidence to retain

Complete product and installed-unit marking.

Approved project, wiring and cabinet records.

As-found connector, cable, address and diagnostic state.

Acceptance plan and final results.

Verified related ApterPower product pages

Schneider Electric 140NOE77110 Schneider Electric 140DDO36400

https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140noe77110
https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140ddo36400


APTER POWER  /  SCHNEIDER ELECTRIC FIELD GUIDE / INSTALLATION

SCHNEIDER ELECTRIC BMXNOC0401  |  APTER POWER TECHNICAL DOCUMENT PAGE 3 / 5

Installation sequence
Use the approved manufacturer procedure and site work controls

1  IDENTIFY

Record the complete Schneider Electric
BMXNOC0401 marking and rack position.

2  ISOLATE

Back up the Control Expert project, IP settings and
scanner tables before work.

3  RECORD

Place the controller and connected process network in
the approved maintenance state.

4  VERIFY

Label all four RJ45 links and document the original
switch topology.

5  INSTALL

Verify firmware, RSTP settings and every EtherNet/IP
or Modbus TCP assignment.

6  RESTORE

Inspect rack connectors, cable latches and shielding
before seating the module.

CONFIGURATION CONTROL

The module is powered internally from the rack and includes RUN, ERR, Ethernet, module-status and network-status
indications for commissioning and diagnostics. Preserve the approved IP parameters, scanner tables, topology,
firmware and port assignments before exchange. Restore the configuration with the engineering project, then confirm
ring state, device connections and controller data exchange under the plant acceptance plan.

Verified related ApterPower product pages

Schneider Electric 140DDO35301 Schneider Electric 140DDI35310

https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140ddo35301
https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140ddi35310
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Commissioning and acceptance
Return each affected function to its approved state

Identity Record the complete Schneider Electric BMXNOC0401 marking and rack position.

Configuration Inspect rack connectors, cable latches and shielding before seating the module.

Physical installation Review RUN, ERR, ETH STS, MS and NS indications after configuration transfer.

Functional acceptance Prove every configured device connection and data exchange before release.

Diagnostics Confirm that no unexplained product, communication or system diagnostic remains.

Release record Document the final configuration, observed states, test results and responsible
technician.

Verified related ApterPower product pages

Schneider Electric 140CRA21220 Schneider Electric 140CRP93200

Schneider Electric 140XCA71706 Schneider Electric 140CPU43412A

https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140cra21220
https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140crp93200
https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140xca71706
https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140cpu43412a
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Handover record
Traceable evidence for the installed product

Final acceptance

Verify firmware, RSTP settings and every EtherNet/IP or Modbus TCP assignment.

Inspect rack connectors, cable latches and shielding before seating the module.

Review RUN, ERR, ETH STS, MS and NS indications after configuration transfer.

Prove every configured device connection and data exchange before release.

Manufacturer evidence used

Schneider Electric BMXNOC0401 product data sheet, published August 10, 2022.

Schneider Electric Modicon M340 BMXNOC0401 Ethernet communication module user guide, document
S1A34012.

Schneider Electric BMXNOC0401 communication-service and environmental specification tables.

Verified related ApterPower product pages

Schneider Electric 140ACO02000 Schneider Electric 140ARI03010C

Talk to Apter Power

WHATSAPP / PHONE  +86 180 3023 5313

EMAIL  sales13@apterpower.com

WEBSITE  www.apterpower.com

Additional verified ApterPower product pages

Schneider Electric 140ACO13000C Schneider Electric 490NRP25400

Schneider Electric 140AVO02000 Schneider Electric 140CPU43412

Schneider Electric 140CHS11000 Schneider Electric 140XTS00200

https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140aco02000
https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140ari03010c
https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140aco13000c
https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/490nrp25400
https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140avo02000
https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140cpu43412
https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140chs11000
https://www.apterpower.com/Schneider-Electric/Modicon-Quantum/140xts00200

